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FRAME SIZE A2 AND A3

VOLTAGE HP KW

208/230 0.5-5 1.1-3.7

460/600 0.5-10 1.1-7.5
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NONE

CLEARANCE REQUIREMENT FOR AIR FLOW COOLING:
 
THE UNIT MUST BE INSTALLED VERTICALLY WITH THE
MINIMUM CLEARANCE OF 3.94in [100.0mm] ON THE BOTTOM.
ALLOW 1.50in [38.1mm] ON EITHER SIDE FOR UNIT COOLING.
 
WEIGHT: 35 lbs [16 kg]
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